
CALIFORNIA REGIONAL WATER QUALITY CONTROL BOARD
SAN FRANCISCO BAY REGION

ORDER NO. 86-82
NPDES PERMIT NO. CA0029068

WASTE DISCHARGE REQUIREMENTS FOR:

TRUMBULL ASPHALT COMPANY
OWENS CORNING FIBERGLAS CORPORATION
MARTINEZ, CONTRA COSTA COUNTY

The California Regional Water Quality Control Board, San Francisco
Bay Region, (hereinafter called the Board) finds that:

1. Trumbull Asphalt Company (hereinafter called the discharger),
submitted an application dated March 25, 1986 for issuance of
waste discharge requirements and a permit to discharge waste
under the National Pollutant Discharge Elimination System
(NPDES) .

2. The discharger manufactures asphalt felts and coatings at its
plant in Martinez, Contra Costa County. Non-continuous streams
of waste water and storm water runoff are treated in a series
of three sedimentation/skimming tanks prior to discharge. The
tanks are each 4 X 4 X 12 feet. These were designed such that
oil and grease will tend to remain in the first or second
tank. oil and grease is removed by oil absorbant booms placed
on the water's surface. The effluent from the third tank flows
into an unnamed nontidal ditch, then through a underground pipe
which cuts across Shell oil Company's property, into Peyton
Slough, and eventually drains into Carquinez Strait, a water of
the united States.

3. The Report of Waste Discharge describes the existing discharge
E-001 as follows:

a. Non-contact cooling water: A non-continuous discharge with
an average flowrate of 3000 gpd, and discharged three to
five times a day at 600 to 1100 gallons per discharge. The
cooling water maintains the temperature of the asphalt
product inside four cooling towers.

b. Water softener regenerant/rinse: A non-continuous discharge
with an average flowrate of 300 gpd, and discharged
approximately once per day. The regenerant/rinse is from a
rock salt softening unit.

c. Boiler blowdown: A non-continuous discharge with an average
flowrate of 700 gpd, and is usually triggered automatically
by the water's electrical conductivity. Only one of the two
boilers are used at anyone time. Blowdown is discharged
once or twice per day depending on production rate.
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